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CHAPTER 41
WATER SUPPLIES

[These rules transferred from Health Department, 1971 IDR (Title II, Chs 1 and 2)]
[Prior to 7/1/83, DEQ Ch 22]
[Prior to 12/3/86, Water, Air and Waste Management[900]]

567—41.1(455B) Primary drinking water regulations—coverage. 567—Chapters 40 through 44 and
83 shall apply to each public water supply system, unless the public water supply system meets all of
the following conditions:

1. Consists only of distribution and storage facilities (and does not have any collection and
treatment facilities);

2. Obtains all of its water from, but is not owned or operated by, a public water supply system to
which such regulations apply;

3. Does not sell water to any person; and

4. Isnot a carrier which conveys passengers in interstate commerce.

567—41.2(455B) Biological maximum contaminant levels (MCL) and monitoring requirements.

41.2(1) Coliforms, fecal coliforms and E. coli.

a.  Applicability. These rules apply to all public water supply systems.

b.  Maximum contaminant levels (MCL) for total coliforms, fecal coliforms, and E. coli. The MCL
is based on the presence or absence of total coliforms in a sample.

(1) Nonacute coliform bacteria MCL.

1. For a system which collects 40 samples or more per month, no more than 5.0 percent of the
samples collected during a month may be total coliform-positive. A nonacute total coliform bacteria
MCL violation occurs when more than 5.0 percent of routine and repeat samples collected during a
month are total coliform-positive, but are not fecal coliform-positive or E. coli-positive.

2. Forasystem which collects less than 40 samples per month, no more than one sample collected
during a month may be total coliform-positive. A nonacute total coliform bacteria MCL violation occurs
when two or more routine and repeat samples collected during a month are total coliform-positive, but
are not fecal coliform-positive or E. coli-positive.

(2) Acute coliform bacteria MCL. Any fecal coliform-positive repeat sample or E. coli-positive
repeat sample, or any total coliform-positive repeat sample following a fecal coliform-positive or E.
coli-positive routine sample constitutes a violation of the MCL for total coliforms. For purposes of the
public notification requirements in 567—42.1(455B), this is a violation that may pose an acute risk to
health.

(3) MCL compliance period. Compliance of a system with the MCL for total coliforms in
41.2(1)“b (1) and (2) is based on each month in which the system is required to monitor for total
coliforms.

(4) Compliance determination. Results of all routine and repeat samples not invalidated by the
department or laboratory must be included in determining compliance with the MCL for total coliforms.
Repeat samples must be analyzed at the same laboratory as the corresponding original routine sample(s),
unless written approval for use of a different laboratory is granted by the department.

c.  Monitoring requirements.

(1) Routine total coliform monitoring.

1. Public water supply systems must collect total coliform samples at sites which are representative
of water throughout the distribution system according to a written sample siting plan. The plan shall be
reviewed or updated by the public water supply system every two years and shall be retained on file at
the facility. Major elements of the plan shall include, but are not limited to, a map of the distribution
system, notation or a list of routine sample location(s) for each sample period, resample locations for
each routine sample, and a log of samples taken. The plan must be made available to the department upon
request and during sanitary surveys and must be revised by the system as directed by the department.

2. The public water supply system must collect samples at regular time intervals throughout the
month, except that a system which uses only groundwater that is not under the direct influence of surface
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water and which is required to collect five or fewer routine coliform bacteria samples per month may
collect all required samples on a single day if they are taken from different sites. A system that uses only
groundwater and adds a chemical disinfectant or provides water with a disinfectant must measure the
residual disinfectant concentration at the same points in the distribution system and at the same time as
total coliform bacteria samples are collected. A system that uses surface water or IGW must comply with
the requirements specified in 567—paragraph 43.5(4) “b”’(2)*2.” The system shall report the residual
disinfectant concentration to the laboratory with the bacteria sample and comply with the applicable
reporting requirements of 567—subrule 42.4(3).

3. Community water systems and specific noncommunity systems. The monitoring frequency
for total coliforms for community water systems and noncommunity water systems serving schools, to
include preschools and child care facilities or serving public water systems owned or managed by state
agencies, such as state parks and rest areas, is based on the population served by the system as listed
below, until June 29, 1994. Public water systems which do not collect five or more routine samples each
month must undergo an initial sanitary survey by June 29, 1994. After June 29, 1994, the monitoring
frequency for systems serving less than 4,101 persons shall be a minimum of five routine samples per
month unless the department determines, after completing sanitary surveys (at intervals not to exceed
five years), that the monitoring frequency may continue as listed below. The monitoring frequency for
regional water systems shall be as listed in 41.2(1) “c”’(1)“4” but in no instance less than that required
by the population equivalent served.

TOTAL COLIFORM MONITORING FREQUENCY FOR COMMUNITY
WATER SYSTEMS AND NONCOMMUNITY (SCHOOL) WATER SYSTEMS

Population Served Minimum Number of Samples Per Month
25 to 1,000* 1
1,001 to 2,500 2
2,501 to 3,300 3
3,301 to 4,100 4
4,101 to 4,900 5
4,901 to 5,800 6
5,801 to 6,700 7
6,701 to 7,600 8
7,601 to 8,500 9
8,501 to 12,900 10
12,901 to 17,200 15
17,201 to 21,500 20
21,501 to 25,000 25
25,001 to 33,000 30
33,001 to 41,000 40
41,001 to 50,000 50
50,001 to 59,000 60
59,001 to 70,000 70
70,001 to 83,000 80
83,001 to 96,000 90

96,001 to 130,000 100
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130,001 to 220,000 120
220,001 to 320,000 150
320,001 to 450,000 180
450,001 to 600,000 210
600,001 to 780,000 240
780,001 to 970,000 270

*Includes public water supply systems which have at least 15 service connections, but serve fewer
than 25 persons

4. Regional water systems. The supplier of water for a regional water system as defined in rule
567—40.2(455B) shall sample for coliform bacteria at a frequency indicated in the following chart until
June 29, 1994, but in no case shall the sampling frequency for a regional water system be less than as
set forth in 41.2(1) “c ”(1)*“3” based on the population equivalent served. Public water systems which do
not collect five or more routine samples each month must undergo an initial sanitary survey by June 29,
1994. After June 29, 1994, the monitoring frequency of systems with less than 82 miles of pipe shall
be a minimum of five routine samples per month unless the department determines, after completing
sanitary surveys (at intervals not exceeding five years), that the monitoring frequency may continue as
listed below. The following chart represents sampling frequency per miles of distribution system and is
determined by calculating one-half the square root of the miles of pipe.

TOTAL COLIFORM MONITORING FREQUENCY FOR
REGIONAL WATER SYSTEMS

Miles of Pipe Minimum Number of Samples Per Month
0-9 1
10 - 25 2
26 -49 3
50 - 81 4
82-121 5
122 -169 6
170 - 225 7
226 - 289 8
290 - 361 9
362 - 441 10
442 - 529 11
530 - 625 12
626 - 729 13
730 - 841 14
842 - 961 15
962 - 1,089 16
1,090 - 1,225 17
1,226 - 1,364 18
1,365 - 1,521 19
1,522 - 1,681 20
1,682 - 1,849 21
1,850 - 2,025 22
2,026 - 2,209 23
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2,210 - 2,401 24
2,402 - 2,601 25
2,602 - 3,249 28
3,250 - 3,721 30
3,722 - 4,489 33
greater than 4,489 35
5. Noncommunity water systems. The monitoring frequency for total coliforms for

noncommunity water systems is as listed in the four unnumbered paragraphs below until June 29, 1999.
Public water systems which do not collect five or more routine samples each month must undergo an
initial sanitary survey by June 29, 1999. After June 29, 1999, the minimum number of samples shall
be five routine samples per month unless the department determines, after completing sanitary surveys
(at intervals not exceeding five years), that the monitoring frequency may continue as listed below.A
noncommunity water system using only groundwater (except groundwater under the direct influence
of surface water, as defined in 567—paragraph 43.5(1)“b”’) and serving 1,000 persons or fewer must
monitor each calendar quarter that the system provides water to the public. Systems serving more than
1,000 persons during any month must monitor at the same frequency as a like-sized community water
system, as specified in 41.2(1) “c”(1)“3.”

A noncommunity water system using surface water, in total or in part, must monitor at the same
frequency as a like-sized community water system, as specified in 41.2(1) “c”(1)“3,” regardless of the
number of persons it serves.

A noncommunity water system using groundwater under the direct influence of surface water, as
defined in 567—paragraph 43.5(1) “b, ” must monitor at the same frequency as a like-sized community
water system, as specified in41.2(1) “c ”(1)“3,” regardless of the number of persons it serves. The system
must begin monitoring at this frequency beginning six months after the department determines that the
groundwater is under the direct influence of surface water.

A noncommunity water system serving schools or daycares must monitor at the same frequency as
a like-sized community water system, as specified in 41.2(1) “c”(1)“3.”

A noncommunity water system owned or managed by a state agency, such as a park or rest area, must
monitor at the same frequency as a like-sized community water system, as specified in41.2(1) “c”(1)“3.”

6. If the department, on the basis of a sanitary survey or monitoring results history, determines
that some greater frequency of monitoring is more appropriate, that frequency shall be the frequency
required under these regulations. This frequency shall be confirmed or changed on the basis of
subsequent surveys.

7. Special purpose samples, such as those taken to determine whether disinfection practices are
sufficient following pipe placement, replacement, or repair, shall not be used to determine compliance
with the MCL for total coliforms in 41.2(1) “b. ” Repeat samples taken pursuant to 41.2(1) “c ”(2) are not
considered special purpose samples and must be used to determine compliance with the MCL for total
coliforms in 41.2(1)“b.”

(2) Repeat total coliform monitoring.

1. Repeat sample time limit and numbers. If a routine sample is total coliform-positive, the public
water supply system must collect a set of repeat samples within 24 hours of being notified of the positive
result and in no case more than 24 hours after being notified by the department. A system which collects
more than one routine sample per month must collect no fewer than three repeat samples for each total
coliform-positive sample found. A system which collects one routine sample per month or fewer must
collect no fewer than four repeat samples for each total coliform-positive sample found. The department
may extend the 24-hour limit on a case-by-case basis if the system has a logistical problem in collecting
the repeat samples within 24 hours that is beyond its control. In those cases, the public water supply
system must report the circumstances to the department no later than the end of the next business day
after receiving the notice to repeat sample and initiate the action directed by the department. In the case
of an extension, the department will specify how much time the system has to collect the repeat samples.
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2. Repeat sample location(s). The system must collect at least one repeat sample from the
sampling tap where the original total coliform-positive sample was taken, at least one repeat sample at
a tap within five service connections upstream and at least one repeat sample at a tap within five service
connections downstream of the original sampling site. If a total coliform-positive sample is at the end
of the distribution system, or at the first or last service connection, the system will be required to collect
the repeat samples from the original sampling site and locations only upstream or downstream.

3. The system must collect all repeat samples on the same day, except that the department may
allow a system with a single service connection to collect the required set of repeat samples over a
four-day period. “System with a single service connection” means a system which supplies drinking
water to consumers through a single service line.

4. Additional repeat sampling. If one or more repeat samples in the set is total coliform-positive,
the public water supply system must collect an additional set of repeat samples in the manner specified in
41.2(1)“c”(2)“1” to 41.2(1) “c”’(2)*3.” The system must repeat this process until either total coliforms
are not detected in one complete set of repeat samples or the system determines that the MCL for total
coliforms in 41.2(1) “b " has been exceeded, notifies the department, and provides public notification to
its users in accordance with 567—42.1(455B).

5. If a system collecting fewer than five routine samples per month has one or more total
coliform-positive samples and the department does not invalidate the sample(s) under 41.2(1) “c ”(3), it
must collect at least five routine samples during the next month the system provides water to the public.
For systems monitoring on a quarterly basis, the additional five routine samples may be required to be
taken within the same quarter in which the original total coliform-positive sample occurred.

The department may waive the requirement to collect five routine samples the next month the system
provides water to the public if the department has determined through an on-site visit the reason that the
sample was total coliform-positive and establishes that the system has corrected the problem or will
correct the problem before the end of the next month the system serves water to the public. In this
case, the department must document this decision to waive the following month’s additional monitoring
requirement in writing, have it approved and signed by the supervisor of the water supply section and
the department official who recommends such a decision, and make this document available to the EPA
and public. The written documentation will generally be provided by the public water supply system in
the form of a request and must describe the specific cause of the total coliform-positive sample and what
action the system has taken to correct the problem. The department will not waive the requirement to
collect five routine samples the next month the system provides water to the public solely on the grounds
that all repeat samples are total coliform-negative. If the requirement to collect five routine samples
is waived under this paragraph, a system must still take at least one routine sample before the end of
the next month it serves water to the public and use it to determine compliance with the MCL for total
coliforms in 41.2(1)“b.”

(3) Invalidation of total coliform samples. A total coliform-positive sample invalidated under this
subparagraph does not count towards meeting the minimum monitoring requirements of 41.2(1) “c.”
The department may invalidate a total coliform-positive sample only if one or more of the following
conditions are met.

1. The laboratory establishes that improper sample analysis caused the total coliform-positive
result. A laboratory must invalidate a total coliform sample (unless total coliforms are detected, in which
case, the sample is valid) if the sample produces a turbid culture in the absence of gas production using
an analytical method where gas formation is examined (e.g., the multiple tube fermentation technique),
produces a turbid culture in the absence of an acid reaction in the presence-absence (P-A) coliform
test, or exhibits confluent growth or produces colonies too numerous to count with an analytical method
using a membrane filter (e.g., membrane filter technique). If a laboratory invalidates a sample because of
such interference, the system must collect another sample from the same location as the original sample
within 24 hours of being notified of the interference problem, and have it analyzed for the presence of
total coliforms. The system must continue to resample within and have the samples analyzed until it
obtains a valid result. The department may waive the 24-hour time limit on a case-by-case basis.
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2. The department, on the basis of the results of repeat samples collected as required by
41.2(1)“c”(2)“1” to “4,” determines that the total coliform-positive sample resulted from a domestic or
other nondistribution system plumbing problem. “Domestic or other nondistribution system plumbing
problem” means a coliform contamination problem in a public water supply system with more than one
service connection that is limited to the specific service connection from which the coliform-positive
sample was taken. The department will not invalidate a sample on the basis of repeat sample results
unless all repeat samples collected at the same tap as the original total coliform-positive sample are also
total coliform-positive, and all repeat samples collected within five service connections of the original
tap are total coliform-negative (e.g., the department will not invalidate a total coliform-positive sample
on the basis of repeat samples if all the repeat samples are total coliform-negative, or if the public water
supply system has only one service connection).

3. The department has substantial grounds to believe that a total coliform-positive result is due
to a circumstance or condition which does not reflect water quality in the distribution system. In this
case, the system must still collect all repeat samples required under 41.2(1) “c”(2)*“1” to “4,” and use
them to determine compliance with the MCL for total coliforms in 41.2(1)“b.” To invalidate a total
coliform-positive sample under this paragraph, the decision with the rationale for the decision must
be documented in writing and approved and signed by the supervisor of the water supply section and
the department official who recommended the decision. The department must make this document
available to EPA and the public. The written documentation generally provided by the public water
supply system in the form of a request must state the specific cause of the total coliform-positive sample,
and what action the system has taken to correct this problem. The department will not invalidate a total
coliform-positive sample solely on the grounds of poor sampling technique or that all repeat samples are
total coliform-negative.

(4) Fecal coliforms/Escherichia coli (E. coli) testing.

1. If any routine or repeat sample is total coliform-positive, the system must analyze that total
coliform-positive culture medium to determine if fecal coliforms are present, except that the system may
test for E. coli in lieu of fecal coliforms.

2. The department may allow a public water supply system, on a case-by-case basis, to forego
fecal coliform or E. coli on a total coliform-positive sample if that system assumes that the total
coliform-positive sample is fecal coliform-positive or E. coli-positive. Accordingly, the system must
notify the department as specified in 41.2(1) “c”(5)“1” and meet the provisions of 567—42.1(455B)
pertaining to public notification.

(5) Public water supply system’s response to violation.

1. A public water supply system which has exceeded the MCL for total coliforms in 41.2(1)“b”
must report the violation to the water supply section of the department by telephone no later than the
end of the next business day after it learns of the violation, and notify the public in accordance with
567—42.1(455B).

2. A public water supply system which has failed to comply with a coliform monitoring
requirement must report the monitoring violation to the department within ten days after the system
discovers the violation and notify the public in accordance with 567—42.1(455B).

3. If fecal coliforms or E. coli are detected in a routine or repeat sample, the system must notify
the department by telephone by the end of the day when the system is notified of the test result, unless
the system is notified of the result after the department office is closed, in which case the system must
notify the department before the end of the next business day. If the detection of fecal coliform or E.
coli in a sample causes a violation of the MCL, the system is required to notify the public in accordance
with 567—42.1(455B).

d.  Best available technology (BAT). The U.S. EPA identifies, and the department has adopted,
the following as the best technology, treatment techniques, or other means available for achieving
compliance with the maximum contaminant level for total coliforms in 41.2(1)“h.”

(1) Well protection. Protection of wells from contamination by coliforms by appropriate placement
and construction;
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(2) Disinfectant residual. Maintenance of a disinfectant residual throughout the distribution
system;

(3) Distribution system maintenance. Proper maintenance of the distribution system including
appropriate pipe replacement and repair procedures, main flushing programs, proper operation and
maintenance of storage tanks and reservoirs, and continual maintenance of a minimum positive water
pressure of 20 psig in all parts of the distribution system at all times; and

(4) Filtration or disinfection. Filtration and disinfection of surface water or groundwater under the
direct influence of surface water in accordance with 567—43.5(455B) or disinfection of groundwater
using strong oxidants such as, but not limited to, chlorine, chlorine dioxide, or ozone.

(5) Wellhead protection program. For groundwater systems, compliance with the requirements of
the department’s wellhead protection program.

e.  Analytical methodology.

(1) Sample volume. The standard sample volume required for total coliform analysis, regardless
of analytical method used, is 100 mL.

(2) Presence/absence determination. Public water supply systems shall determine the presence or
absence of total coliforms. A determination of total coliform density is not required.

(3) Total coliform bacteria analytical methodology. Public water supply systems must conduct total
coliform analyses in accordance with one of the analytical methods in the following table:

Organism Methodology!2 Citation!
Total Coliforms? | Total Coliform Fermentation Technique345 9221A,B
Total Coliform Membrane Filter Technique® 9222A, B, C
Presence-Absence (P-A) Coliform Test3.7 9221D
ONPG-MUG Test8 9223

Colisure Test?

E*Colite Test!l0

m-ColiBlue24 Test!!

Readycult Coliforms 100 Presence/Absence Test!3

Membrane Filter Technique Using Chromocult Coliform Agarl4
Colitag Test!>

The procedures shall be done in accordance with the documents listed below. The incorporation by reference of the following
documents listed in footnotes 1, 6, 8, 9, 10, 11, 13, 14, and 15 was approved by the Director of the Federal Register in accordance
with 5 U.S.C. 552(a) and 1 CFR Part 51. Copies of the documents may be obtained from the sources listed below. Information
regarding obtaining these documents can be obtained from the Safe Drinking Water Hotline at (800)426-4791. Documents may
be inspected at EPA’s Drinking Water Docket, EPA West, 1301 Constitution Avenue NW, Room B102, Washington, DC 20460,
telephone (202)566-2426; or at the Office of Federal Register, 800 North Capitol Street NW, Suite 700, Washington, DC 20408.

IMethods 9221A, B; 9222A, B, C; 9221D; and 9223 are contained in Standard Methods for the Examination of Water and
Wastewater, 18th edition, 1992, 19th edition, 1995, or 20th edition, 1998, American Public Health Association, 1015 Fifteenth Street
NW, Washington, DC 20005. The cited methods published in any of these three editions may be used.

2The time from sample collection to initiation of the analysis may not exceed 30 hours. Systems are encouraged but not required
to hold samples below 10 degrees Celsius during transit.

3Lactose broth, as commercially available, may be used in lieu of lauryl tryptose broth, if the system conducts at least 25 parallel tests
between this medium and lauryl tryptose broth using the water normally tested, and this comparison demonstrates that the false-positive
rate and false-negative rate for total coliforms, using lactose broth, is less than 10 percent.

4If inverted tubes are used to detect gas production, the media should cover these tubes at least one-half to two-thirds after the
sample is added.

5No requirement exists to run the completed phase on 10 percent of all total coliform-positive confirmed tubes.

6MI agar also may be used. Preparation and use of MI agar is set forth in the article, “New medium for the simultaneous detection
of total coliform and Escherichia coli in water,” by Brenner, K.P., et al., 1993, Applied Environmental Microbiology 59:3534-3544. Also
available from the Office of Water Resource Center (RC-4100), 401 M Street SW, Washington, DC 20460, EPA 600/J-99/225.
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7Six-times formulation strength may be used if the medium is filter-sterilized rather than autoclaved.

8The ONPG-MUG Test is also known as the Autoanalysis Colilert System.

9The Colisure Test may be read after an incubation time of 24 hours. A description of the Colisure Test, February 28, 1994, may
be obtained from IDEXX Laboratories, Inc., One IDEXX Drive, Westbrook, ME 04092.

10A description of the E*Colite Test, “Presence/Absence for Coliforms and E. Coli in Water,” December 21, 1997, is available from
Charm Sciences, Inc., 25 Franklin Street, Malden, MA 02148-4120.

1A description of the m-ColiBlue24 Test, August 17, 1999, is available from the Hach Company, 100 Dayton Avenue, Ames, [A
50010.

12The department strongly recommends that laboratories evaluate the false-positive and false-negative rates for the method(s) they
use for monitoring total coliforms. It also encourages laboratories to establish false-positive and false-negative rates within their own
laboratory and sample matrix (drinking water or source water) with the intent that if the method chosen has an unacceptable false-positive
or false-negative rate, another method may be used. The department suggests that laboratories perform these studies on a minimum of 5
percent of all total coliform-positive samples, except for those methods for which verification/confirmation is already required, e.g., the
M-Endo and LES Endo Membrane Filter Tests, Standard Total Coliform Fermentation Technique, and Presence-Absence Coliform Test.
Methods for establishing false-positive and false-negative rates may be based on lactose fermentation, the rapid test for beta-galactosidase
and cytochrome oxidase, multitest identification systems, or equivalent confirmation tests. False-positive and false-negative information
is often available in published studies or from the manufacturer(s).

13The Readycult Coliforms 100 Presence/Absence Test is described in the document, “Readycult Coliforms 100 Presence/Absence
Test for Detection and Identification of Coliform Bacteria and Escherichia coli in Finished Waters,” November 2000, Version
1.0, available from EM Science, 480 S. Democrat Road, Gibbstown, NJ 08027-1297, telephone: (800)222-0342, E-mail address:

adellenbusch@emscience.com.

l4Membrane Filter Technique using Chromocult Coliform Agar is described in the document, “Chromocult Coliform Agar
Presence/Absence Membrane Filter Test Method for Detection and Identification of Coliform Bacteria and Escherichia coli in Finished
Waters,” November 2000, Version 1.0, available from EM Science, 480 S. Democrat Road, Gibbstown, NJ 08027-1297, telephone:
(800)222-0342, E-mail address: adellenbusch@emscience.com.

15Colitag product for the determination of the presence/absence of total coliforms and E. coli is described in “Colitag Product as

a Test for Detection and Identification of Coliforms and E. coli Bacteria in Drinking Water and Source Water as Required in National
Primary Drinking Water Regulations,” August 2001, available from CPI International, Inc., 5580 Skylane Blvd., Santa Rosa, CA 95403,
telephone: (800)878-7654, Internet address: www.cpiinternational.com.

(4) Rescinded IAB 8/11/99, effective 9/15/99.

(5) Fecal coliform analytical methodology. Public water systems must conduct fecal coliform
analysis in accordance with the following procedure. When the MTF Technique or presence-absence
(P-A) coliform test is used to test for total coliforms, shake the lactose-positive presumptive tube or
P-A bottle vigorously and transfer the growth with a sterile 3-mm loop or sterile applicator stick into
brilliant green lactose bile broth and EC medium to determine the presence of total and fecal coliforms,
respectively. For EPA-approved analytical methods which use a membrane filter, transfer the total
coliform-positive culture by one of the following methods: remove the membrane containing the total
coliform colonies from the substrate with sterile forceps and carefully curl and insert the membrane
into a tube of EC medium (the laboratory may first remove a small portion of selected colonies for
verification); swab the entire membrane filter surface with a sterile cotton swab and transfer the
inoculum to EC medium (do not leave the cotton swab in the EC medium); or inoculate individual
total coliform-positive colonies into EC medium. Gently shake the inoculated EC tubes to ensure
adequate mixing and incubate in a waterbath at 44.5 (+ or - ) 0.2 degrees C for 24 ( + or - ) 2 hours.
Gas production of any amount in the inner fermentation tube of the EC medium indicates a positive
fecal coliform test. The preparation of EC medium is described in Method 9221E (paragraph 1a) in
Standard Methods for the Examination of Water and Wastewater, 18th edition, 1992, 19th edition,
1995, and 20th edition, 1998; the cited method in any one of these three editions may be used. Public
water supply systems need only determine the presence or absence of fecal coliforms; a determination
of fecal coliform density is not required.

(6) E. coli analytical methodology. Public water systems must conduct analysis of Escherichia coli
(E. coli) in accordance with one of the following analytical methods:
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1. EC medium supplemented  with 50  micrograms  per  milliliter  of
4-methylumbelliferyl-beta-D-glucuronide (MUG) (final concentration), as described in Method 9222G
in Standard Methods for the Examination of Water and Wastewater, 19th edition (1995) and 20th
edition (1998). Either edition may be used. Alternatively, the 18th edition (1992) may be used if at
least 10 mL of EC medium, as previously described in subparagraph 41.2(1) “e”’(5), is supplemented
with 50 micrograms/mL of MUG before autoclaving. The inner inverted fermentation tube may be
omitted. If the 18th edition is used, apply the procedure in subparagraph 41.2(1) “e ’(5) for transferring
a total coliform-positive culture to EC medium supplemented with MUG, incubate the tube at 44.5 plus
or minus 0.2 degrees Celsius for 24 plus or minus 2 hours, and then observe fluorescence with an
ultraviolet light (366 nm) in the dark. If fluorescence is visible, E. coli are present.

2. Nutrient agar supplemented with 100 micrograms per mL
4-methylumbelliferyl-beta-D-glucuronide (MUG) (final concentration). Nutrient agar is described
in Method 9222G in Standard Methods for the Examination of Water and Wastewater, 19th edition
(1995) and 20th edition (1998). Either edition may be used for determining if a total coliform-positive
sample, as determined by a membrane filter technique, contains E. coli. Alternatively, the 18th edition
(1992) may be used if the membrane filter containing a total coliform-positive colony(ies) is transferred
to nutrient agar, as described in Method 9221B (paragraph 3) of Standard Methods (18th edition),
supplemented with 100 micrograms/mL of MUG. If the 18th edition is used, incubate the agar plate at
35 degrees Celsius for 4 hours and then observe the colony(ies) under ultraviolet light (366 nm) in the
dark for fluorescence. If fluorescence is visible, E. coli is present.

3. Minimal Medium ONPG-MUG (MMO-MUG) Test, as set forth in the article “National Field
Evaluation of a Defined Substrate Method for the Simultaneous Detection of Total Coliforms and
Escherichia coli from Drinking Water: Comparisons with Presence-Absence Techniques” (Edberg et
al.), Applied and Environmental Microbiology, Volume 55, pp. 1003-1008, April 1989. (Note: The
Autoanalysis Colilert System is an MMO-MUG test.) If the MMO-MUG Test is total coliform-positive
after a 24-hour incubation, test the medium for fluorescence with a 366-nm ultraviolet light (preferably
with a 6-watt lamp) in the dark. If fluorescence is observed, the sample is E. coli-positive. If
fluorescence is questionable (cannot be definitively read) after 24 hours incubation, incubate the culture
for an additional 4 hours (but not to exceed 28 hours total), and again test the medium for fluorescence.
The MMO-MUG Test with hepes buffer is the only approved formulation for the detection of E. coli.

4. The membrane filter method with MI agar, as described in footnote 6 of the Total Coliform
Methodology Table in 41.2(1) “e ”(3).

5. E*Colite Test, as described in footnote 10 of the Total Coliform Methodology Table in
41.2(1)“e”(3).

6. m-ColiBlue 24 Test, as described in footnote 11 of the Total Coliform Methodology Table in
41.2(1)“e”(3).

7. Colisure Test, as described in footnote 9 of the Total Coliform Methodology Table in
41.2(1)“e”(3).

8. Readycult Coliforms 100 Presence/Absence Test, as described in footnote 13 of the Total
Coliform Methodology Table in 41.2(1) “e’(3).

9. Membrane Filter Technique using Chromocult Coliform Agar, as described in footnote 14 of
the Total Coliform Methodology Table in 41.2(1) “e ”(3).

10. Colitag, as described in footnote 15 of the Total Coliform Methodology Table in 41.2(1) “e ”(3).

(7) Optional E. coli analytical methodology. As an option to 41.2(1) “e”’(6) a system with a total
coliform-positive, MUG-negative, MMO-MUG Test may further analyze the culture for the presence of
E. coli by transferring a 0.1 mL, 28-hour MMO-MUG culture to EC Medium + MUG with a pipette.
The formulation and incubation conditions of EC Medium + MUG and observation of the results are
described in 41.2(1) “e ’(6).

41.2(2) Giardia. Reserved.

41.2(3) Heterotrophic plate count bacteria (HPC).

a. Applicability. All public water systems that use a surface water source or source under
the direct influence of surface water must provide treatment consisting of disinfection, as specified
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in 567—subrule 43.5(2), and filtration treatment which complies with 567—subrule 43.5(3). The
heterotrophic plate count is an alternate method to demonstrate a detectable disinfectant residual in
accordance with 567—paragraph 43.5(2) “d.”

b.  Maximum contaminant levels. Reserved.

¢.  Monitoring requirements. Reserved.

d.  BAT Reserved.

e.  Analytical methodology. Public water systems shall conduct heterotrophic plate count bacteria
analysis in accordance with 567—subrule 43.5(2) and the following analytical method. Measurements
for heterotrophic plate count bacteria must be conducted by a laboratory certified by the department to do
such analysis, when heterotrophic plate count bacteria are being measured in lieu of a detectable residual
disinfectant pursuant to 567—paragraph 43.5(2) “d.” In addition, the time from sample collection to
initiation of analysis may not exceed eight hours, and the systems must hold the samples below 10
degrees Celsius during transit to the laboratory.

(1) Method. The heterotrophic plate count shall be performed in accordance with one of the
following methods:

1. Method 9215B Pour Plate Method, Standard Methods for the Examination of Water and
Wastewater, 18th edition, 1992, 19th edition, 1995, or 20th edition, 1998. The cited method in any of
the three editions may be used.

2. SimPlate Method, “IDEXX SimPlate TM HPC Test Method for Heterotrophs in Water,”
November 2000, IDEXX Laboratories, Inc., One IDEXX Drive, Westbrook, ME 04092, telephone
(800)321-0207.

(2) Reporting. The public water system shall report the results of heterotrophic plate count in
accordance with 567—subparagraph 42.4(3) “c ’(2).

41.2(4) Macroscopic organisms and algae.

a. Applicability. These rules apply to both community and noncommunity public water supply
systems using surface water or groundwater under direct influence of surface water as defined by
567—subrule 43.5(1).

b.  Maximum contaminant levels (MCLs) for macroscopic organisms and algae. Finished water
shall be free of any macroscopic organisms such as plankton, worms, or cysts. The finished water algal
cell count shall not exceed 500 organisms per milliliter or 10 percent of the total cells found in the raw
water, whichever is greater.

¢.  Monitoring requirements. Reserved.

d. BAT Reserved.

e. Analytical methodology. Measurement of the algal cells shall be in accordance with Method
10200F: Phytoplankton Counting Techniques, Standard Methods for the Examination of Water and
Wastewater, 18th edition, pp. 10-13 to 10-16. Such measurement shall be required only when the

department determines on the basis of complaints or otherwise that excessive algal cells may be present.
[ARC 9915B, IAB 12/14/11, effective 1/18/12]

567—41.3(455B) Maximum contaminant levels (MCLs) and monitoring requirements for
inorganic contaminants other than lead or copper.

41.3(1) MCLs and other requirements for inorganic contaminants.

a. Applicability. Maximum contaminant levels for inorganic contaminants (IOCs) specified in
41.3(1)“b” apply to community water systems and nontransient noncommunity water systems as
specified herein. The maximum contaminant level specified for fluoride applies only to community
water systems and nontransient noncommunity systems which primarily serve children (child care
facilities and schools). The maximum contaminant levels specified for nitrate, nitrite, and total nitrate
and nitrite apply to community, nontransient noncommunity, and transient noncommunity water
systems. At the discretion of the department, nitrate levels not to exceed 20.0 mg/L may be allowed in a
noncommunity water system if the supplier of water demonstrates to the satisfaction of the department
that:

(1) Such water will not be available to children under 6 months of age; and
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(2) The system is meeting the public notification requirements of rule 567—42.1(455B), including
continuous posting of the fact that nitrate levels exceed 10 mg/L and the potential health effects of
exposure; and

(3) The following public health authorities will be notified annually of nitrate levels that exceed
10 mg/L, in addition to the reporting requirements of 567—Chapters 41 and 42: county board of health,
county health department, county sanitarian, county public health administrator, and lowa department
of public health; and

(4) No adverse health effects shall result.

The requirements also contain monitoring requirements, best available technology (BAT) identification,
and analytical method requirements pursuant to 41.3(1)“c,” and 567—paragraphs 41.3(1)“e” and
43.3(10) “b, ” respectively.

b.  Maximum contaminant levels for inorganic chemicals (IOCs).

(1) IOC MCLs. The following table specifies the MCLs for IOCs:

Contaminant EPA C((:)g;aeminant Maximum Contaminant Level (mg/L)
Antimony 1074 0.006
Arsenic* 1005 0.010
Asbestos 1094 7 million fibers/liter

(longer than 10 micrometers in length)

Barium 1010 2
Beryllium 1075 0.004
Cadmium 1015 0.005
Chromium 1020 0.1
Cyanide (as free Cyanide) 1024 0.2
Fluoride** 1025 4.0
Mercury 1035 0.002
Nitrate 1040 10 (as nitrogen)
Nitrite 1041 1.0 (as nitrogen)
Total Nitrate and Nitrite 1038 10 (as nitrogen)
Selenium 1045 0.05
Thallium 1085 0.002

*The arsenic MCL changed from 0.05 mg/L to 0.010 mg/L on January 23, 2006.

**The recommended fluoride level is 1.1 milligrams per liter or the level as calculated from “Water Fluoridation, a Manual for
Engineers and Technicians” Table 2-4 published by the U.S. Department of Health and Human Services, Public Health Service (September
1986). At this optimum level in drinking water, fluoride has been shown to have beneficial effects in reducing the occurrence of tooth
decay.

(2) Compliance calculations. Compliance with 41.3(1)“b”(1) shall be determined based on the
analytical result(s) obtained at each source/entry point. When the department requires a system to
collect nitrate or nitrite samples in its distribution system, compliance with 41.3(1) “d (1) shall also be
determined based on the analytical result(s) obtained at each discrete sampling point in the distribution
system. Arsenic sampling results must be reported to the nearest 0.001 mg/L.

1. Sampling frequencies greater than annual (e.g., monthly or quarterly). For public water supply
systems which are conducting monitoring at a frequency greater than annual, compliance with the
maximum contaminant levels for antimony, arsenic, asbestos, barium, beryllium, cadmium, chromium,
cyanide, fluoride, mercury, selenium, and thallium is determined by a running annual average at any
sampling point. If the average at any sampling point is greater than the MCL, then the system is out of
compliance. If any one sample would cause the annual average to be exceeded, then the system is out
of compliance immediately. Any sample below the method detection limit shall be calculated at zero
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for the purpose of determining the annual average. If a system fails to collect the required number of
samples, compliance (average concentration) will be based on the total number of samples collected.

2. Sampling frequencies of annual or less. For public water supply systems which are monitoring
annually, or less frequently, the system is out of compliance with the maximum contaminant levels
for antimony, arsenic, asbestos, barium, beryllium, cadmium, chromium, cyanide, fluoride, mercury,
selenium, and thallium if the level of a contaminant at any sampling point is greater than the MCL. If a
confirmation sample is required by the department, it must be collected as soon as possible from the same
sampling location, but not to exceed two weeks, and the determination of compliance will be based on
the average of the two samples. If a system fails to collect the required number of samples, compliance
(average concentration) will be based on the total number of samples collected.

3. Compliance calculations for nitrate and nitrite. Compliance with the maximum contaminant
levels for nitrate and nitrite is determined based on one sample if the level of these contaminants is
below the MCLs. If the level of nitrate or nitrite exceeds the MCLs in the initial sample, a confirmation
sample may be required in accordance with 41.3(1) “c”(7)*2,” and compliance shall be determined based
on the average of the initial and confirmation samples.

(3) Additional requirements. The department may assign additional requirements as deemed
necessary to protect the public health, including public notification requirements and earlier compliance
dates than indicated in rule. When a system is not in compliance with an MCL as determined
in subparagraph 41.3(1)“b”(2), the supplier of the water shall notify the department according to
567—subrule 42.4(1) and give notice to the public according to 567—42.1(455B).

c¢.  Inorganic chemicals—monitoring requirements.

(1) Routine IOC monitoring (excluding asbestos, nitrate, and nitrite). Community public water
supply systems and nontransient noncommunity water systems shall conduct monitoring to determine
compliance with the MCLs specified in 41.3(1)“0” in accordance with this subrule. Transient
noncommunity water systems shall conduct monitoring to determine compliance with the nitrate and
nitrite maximum contaminant levels in 41.3(1)“bs” as required by 41.3(1)“c”(5) and (6). All new
systems or systems that use a new source of water must demonstrate compliance with the MCLs
specified in 41.3(1)“h” within a period of time specified by the department. The system must also
comply with the initial sampling frequencies specified by the department to ensure the system can
demonstrate compliance with the MCLs. Routine and increased monitoring frequencies shall be
conducted in accordance with the requirements in paragraph 41.3(1)“c.” A source of water that is
determined by the department to be a new source/entry point is considered to be a new source for the
purposes of this rule.

(2) Department designated sampling schedules: Each public water system shall monitor at the time
designated by the department during each compliance period. The monitoring protocol is as follows:

1.  Groundwater sampling points. Groundwater systems shall take a minimum of one sample at
every entry point to the distribution system which is representative of each well after treatment (hereafter
called a source/entry point) beginning in the compliance period starting January 1, 1993. The system
shall take each sample at the same sampling point unless conditions make another sampling point more
representative of each source or treatment plant.

2. Surface water sampling points. Surface water systems shall take a minimum of one sample
at every entry point to the distribution system after any application of treatment or in the distribution
system at a point which is representative of each source after treatment (hereafter called a source/entry
point) beginning in the compliance period starting January 1, 1993. (For purposes of this paragraph,
surface water systems include systems with a combination of surface and ground sources.) The system
shall take each sample at the same sampling point unless conditions make another sampling point more
representative of each source or treatment plant.

3. Multiple sources. If a public water supply system draws water from more than one source and
the sources are combined before distribution, the system must sample at an entry point to the distribution
system during periods of normal operating conditions (i.e., when water is representative of all sources
being used).
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4. Composite sampling. The department may reduce the total number of samples which must be
analyzed by the use of compositing. In systems serving less than or equal to 3,300 persons, composite
samples from a maximum of five samples are allowed, provided that the detection limit of the method
used for analysis is less than one-fifth of the MCL. Compositing of samples must be done in the
laboratory. If the concentration in the composite sample is greater than or equal to one-fifth of the MCL
of any inorganic chemical, then a follow-up sample must be taken within 14 days at each sampling
point included in the composite. These samples must be analyzed for the contaminants which exceeded
one-fifth of the MCL in the composite sample. If duplicates of the original sample taken from each
sampling point used in the composite are available, the system may use these duplicates instead of
resampling, provided the holding time of the duplicate samples is not exceeded. The duplicate must
be analyzed and the results reported to the department within 14 days after completing analysis of
the composite sample. If the population served by the system is greater than 3,300 persons, then
compositing may only be permitted by the department as sampling points within a single system. In
systems serving less than or equal to 3,300 persons, the department may permit compositing among
different systems provided the five-sample limit is maintained. Detection limits for each inorganic
contaminant analytical method are contained in 41.3(1) “e”’(1).

(3) Asbestos routine and repeat monitoring frequency. The frequency of monitoring conducted to
determine compliance with the maximum contaminant level for asbestos specified in 41.3(1) “d " shall
be conducted as follows:

1. Initial sampling frequency. Each community and nontransient noncommunity water system
is required to monitor for asbestos during the first three-year compliance period of each nine-year
compliance cycle beginning in the compliance period starting January 1, 1993.

2. Sampling during waiver. If the public water supply system believes it is not vulnerable to
either asbestos contamination in its source water or due to corrosion of asbestos-cement pipe, or both, it
may apply for a waiver of the monitoring requirement in 41.3(1) “c ”(3)*“1.” If the department grants the
waiver, the system is not required to monitor.

3. Bases of an asbestos waiver. The department may grant a waiver based on a consideration of
potential asbestos contamination of the water source, the use of asbestos-cement pipe for finished water
distribution, and the corrosive nature of the water.

4. Effect of an asbestos waiver. A waiver remains in effect until the completion of the three-year
compliance period. Systems not receiving a waiver must monitor in accordance with 41.3(1) “c ”’(3)“1.”

5. Distribution system vulnerability for asbestos. A public water supply system vulnerable to
asbestos contamination due solely to corrosion of asbestos-cement pipe shall take one sample at a tap
served by asbestos-cement pipe and under conditions where asbestos contamination is most likely to
occur.

6. Source water vulnerability for asbestos. A public water supply system vulnerable to
asbestos contamination due solely to source water shall monitor in accordance with the provision of
41.3(1)“c”(2).

7. Combined asbestos vulnerability. A public water supply system vulnerable to asbestos
contamination due both to its source water supply and corrosion of asbestos-cement pipe shall take one
sample at a tap served by asbestos-cement pipe and under conditions where asbestos contamination is
most likely to occur.

8.  Exceedance of the asbestos MCL. A public water supply system which exceeds the maximum
contaminant levels as determined in 41.3(1) “s” shall monitor quarterly beginning in the next quarter
after the violation occurred.

9.  Asbestos reliably and consistently below the MCL. The department may decrease the quarterly
monitoring requirement to the frequency specified in 41.3(1) “c ’(3)“1” provided the system is reliably
and consistently below the maximum contaminant level. In no case can the department make this
determination unless a groundwater system takes a minimum of two quarterly samples and a surface (or
combined surface/ground) water system takes a minimum of four quarterly samples.

10. Grandfathered asbestos data. If monitoring data collected after January 1, 1990, are generally

9

consistent with the requirements of 41.3(1) “c ”(3), then the department may allow public water supply
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systems to use that data to satisfy the monitoring requirement for the initial compliance period beginning
January 1, 1993.

(4) Monitoring frequency for other IOCs. The frequency of monitoring conducted to determine
compliance with the maximum contaminant levels in41.3(1) “b ” for antimony, arsenic, asbestos, barium,
beryllium, cadmium, chromium, cyanide, fluoride, mercury, selenium, and thallium shall be as follows:

1. 10Cs sampling frequency. Groundwater systems shall take one sample at each sampling point
once every three years. Surface water systems (or combined surface/groundwater systems) shall take
one sample annually at each sampling point.

2. 10C sampling waiver. The public water supply system may apply for a waiver from the
monitoring frequencies specified in 41.3(1) “c”(4)“1.”

3. IOC sampling during a waiver. A condition of the waiver shall require that a public water
supply system shall take a minimum of one sample while the waiver is effective. The term during which
the waiver is effective shall not exceed one compliance cycle (i.e., nine years).

4. Bases of an IOC waiver and grandfathered data. The department may grant a waiver provided
surface water systems have monitored annually for at least three years and groundwater systems have
conducted a minimum of three rounds of monitoring. (At least one sample shall have been taken since
January 1, 1990.) Both surface and groundwater systems shall demonstrate that all previous analytical
results were less than the maximum contaminant level. Systems that use a new water source are not
eligible for a waiver until three rounds of monitoring from the new source have been completed. Systems
may be granted a waiver for monitoring of cyanide, provided that the department determines that the
system is not vulnerable due to lack of any industrial source of cyanide.

5. Bases of the IOC sampling frequency during a waiver. In determining the appropriate
reduced monitoring frequency, the department will consider: reported concentrations from all
previous monitoring; the degree of variation in reported concentrations; and other factors which may
affect contaminant concentrations such as changes in groundwater pumping rates, changes in the
system’s configuration, changes in the system’s operating procedures, or changes in stream flows or
characteristics.

6. Effect of an IOC waiver. A decision to grant a waiver shall be made in writing and shall
include the basis for the determination. The determination may be initiated by the department or upon
an application by the public water supply system. The public water supply system shall specify the
basis for its request. The department may review and, where appropriate, revise its determination of
the appropriate monitoring frequency when the system submits new monitoring data or when other data
relevant to the system’s appropriate monitoring frequency become available.

7. Exceedance of an IOC MCL. Public water supply systems which exceed the maximum
contaminant levels as calculated in 41.3(1) “h” shall monitor quarterly beginning in the next quarter
after the violation occurred.

8. IOCs reliably and consistently below the MCL. The department may decrease the quarterly
monitoring requirement to the frequencies specified in 41.3(1)“c”(4)“1” and “3” provided it has
determined that the public water supply system is reliably and consistently below the maximum
contaminant level. In no case can the department make this determination unless a groundwater
system takes a minimum of two quarterly samples and a surface water system takes a minimum of four
quarterly samples.

(5) Routine and repeat monitoring frequency for nitrates. All public water supply systems
(community; nontransient noncommunity; and transient noncommunity systems) shall monitor to
determine compliance with the maximum contaminant level for nitrate in 41.3(1) “b.”

1. Initial nitrate sampling. Community and nontransient noncommunity water systems served
by groundwater systems shall monitor annually beginning January 1, 1993; systems served by surface
water shall monitor quarterly beginning January 1, 1993. Transient noncommunity water systems shall
monitor annually beginning January 1, 1993.

2. Groundwater repeat nitrate sampling frequency. For community and noncommunity water
systems, the repeat monitoring frequency for groundwater systems shall be:
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e  Quarterly for at least one year following any one sample in which the concentration is greater
than or equal to 5.0 mg/L as N. The department may allow a groundwater system to reduce the sampling
frequency to annually after four consecutive quarterly samples are reliably and consistently less than 5.0
mg/L as N.

e  Monthly for at least one year following any one sample in which the concentration is greater
than or equal to 10.0 mg/L as N.

3. Surface water repeat nitrate sampling frequency. For community and noncommunity water
systems, the department may allow a surface water system to reduce the sampling frequency to:

e  Annually if all analytical results from four consecutive quarters are less than 5.0 mg/L as N.

e  Quarterly for at least one year following any one sample in which the concentration is greater
than or equal to 5.0 mg/L as N. The department may allow a surface water system to reduce the sampling
frequency to annually after four consecutive quarterly samples are reliably and consistently less than 5.0
mg/L as N.

e  Monthly for at least one year following any nitrate MCL exceedance.

4. Scheduling annual nitrate repeat samples. After the initial round of quarterly sampling is
completed, each community and nontransient noncommunity system which is monitoring annually shall
take subsequent samples during the quarter(s) which previously resulted in the highest analytical result.

(6) Routine and repeat monitoring frequency for nitrite. All public water supply systems
(community; nontransient noncommunity; and transient noncommunity systems) shall monitor to
determine compliance with the maximum contaminant level for nitrite in 41.3(1) “b.”

1. Initial nitrite sampling. All public water systems shall take one sample at each sampling point
in the compliance period beginning January 1, 1993, and ending December 31, 1995.

2. Nitrite repeat monitoring. After the initial sample, systems where an analytical result for nitrite
is less than 0.50 mg/L as N shall monitor at the frequency specified by the department.

3. Nitrite increased monitoring. For community, nontransient noncommunity, and transient
noncommunity water systems, the repeat monitoring frequency for any water system shall be:

e  Quarterly for at least one year following any one sample in which the concentration is greater
than or equal to 0.50 mg/L as N. The department may allow a system to reduce the sampling frequency
to annually after determining the system is reliably and consistently less than 0.50 mg/L.

e  Monthly for at least one year following any nitrite MCL exceedance.

4. Scheduling of annual nitrite repeat samples. Systems which are monitoring annually shall take
each subsequent sample during the quarter(s) which previously resulted in the highest analytical result.

(7) Confirmation sampling.

1. Deadline for IOCs confirmation samples. Where the results of an analysis for antimony,
arsenic, asbestos, barium, beryllium, cadmium, chromium, cyanide, fluoride, mercury, nickel, selenium,
or thallium indicate an exceedance of the maximum contaminant level, the department may require
that one additional sample be collected as soon as possible after the initial sample was taken (but not
to exceed two weeks) at the same sampling point.

2. Deadline for nitrate and nitrite confirmation samples. Where nitrate or nitrite sampling results
indicate an exceedance of the maximum contaminant level and the sampling frequency is quarterly or
annual, the system shall take a confirmation sample within 24 hours of the system’s receipt of notification
of the analytical results of the first sample. Public water supply systems unable to comply with the
24-hour sampling requirement must immediately notify the consumers served by the area served by
the public water system in accordance with 567—42.1(455B) Tier 1 public notice and complete an
analysis of a confirmation sample within two weeks of notification of the analytical results of the first
sample. Where the sampling frequency is monthly, a confirmation sample will not be used to determine
compliance with the MCL.

3. Rescinded IAB 1/7/04, effective 2/11/04.

4. Compliance calculations and confirmation samples. If a required confirmation sample as
collected within the time specified in 41.3(1) “c”’(7)“1” is taken for any contaminant, then the results of
the initial and confirmation sample shall be averaged. The resulting average shall be used to determine
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the system’s compliance in accordance with 41.3(1) “d. ” The department has the discretion to invalidate
results of obvious sampling errors.

(8) Designation of increased sampling frequency. The department may require more frequent
monitoring than specified in 41.3(1) “c ”(3) through (6) or may require confirmation samples for positive
and negative results at its discretion. Public water supply systems may apply to conduct more frequent
monitoring than the minimum monitoring frequencies specified in this subrule. Any increase or decrease
in monitoring under this subparagraph will be designated in an operation permit or administrative order.
To increase or decrease such frequency, the department shall consider the following factors:

1. Reported concentrations from previously required monitoring,

2. The degree of variation in reported concentrations,

3.  Blending or treatment processes conducted for the purpose of complying with a maximum
contaminant level, treatment technique, or action level, and

4.  Other factors include changes in pumping rates in groundwater supplies or significant changes
in the system’s configuration, operating procedures, source of water and changes in streamflows.

(9) Grandfathered data. For the initial analysis required by 41.3(1)“c, ” data for surface waters
acquired within one year prior to the effective date and data for groundwaters acquired within three
years prior to the effective date of 41.3(1) “c” may be substituted at the discretion of the department.

d.  Best available treatment technologies (BAIs) for I0Cs. Rescinded IAB 8/11/99, effective
9/15/99.

e.  Analytical methodology.

(1) Analytical methods for IOCs. Analysis for the listed inorganic contaminants shall be conducted
using the following methods, or their equivalent as determined by EPA. Criteria for analyzing arsenic,
barium, beryllium, cadmium, chromium, copper, lead, nickel, selenium, sodium, and thallium with
digestion or directly without digestion, and other analytical test procedures are contained in Technical
Notes on Drinking Water Methods, EPA-600/R-94-173, October, 1994. This document is available from
the National Technical Information Service, NTIS PB95-104766, U.S. Department of Commerce, 5285
Port Royal Road, Springfield, VA 22161. The toll-free number is (800)553-6847.

INORGANIC CONTAMINANTS ANALYTICAL METHODS

Contaminant Methodology!5 EPA ASTM3 SM Other DIe‘tie;tii;n
mg/L
Antimony Atomic absorption; furnace 3113B4 0.003
Atomic absorption; platform 200.92 0.000812
ICP-Mass spectrometry 200.82 0.0004
Atomic absorption; hydride D3697-92 0.001
Arsenic!6 ICP-Mass spectrometry 200.82 0.001417
Atomic absorption; platform 200.92 0.000515
Atomic absorption; furnace D2972-97C | 3113B# 0.001
Atomic absorption; hydride D2972-97B | 3114B# 0.001
Asbestos Transmission electron microscopy 100.1° 0.01 MFL
Transmission electron microscopy 100.210
Barium Inductively coupled plasma 200.72 3120B!8 0.002
ICP-Mass spectrometry 200.82
Atomic absorption; direct 3111D# 0.1
Atomic absorption; furnace 3113B4 0.002
Beryllium Inductively coupled plasma 200.72 3120B18 0.0003
ICP-Mass spectrometry 200.82 0.0003
Atomic absorption; platform 200.92 0.0000212
Atomic absorption; furnace D3645-97B | 3113B4 0.0002
Cadmium Inductively coupled plasma 200.72 0.001
ICP-Mass spectrometry 200.82
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Contaminant Methodology!s EPA ASTM3 SM Other Ditierﬁtiit?n
mg/L
Atomic absorption; platform 200.92
Atomic absorption; furnace 3113B4 0.0001
Chromium Inductively coupled plasma 200.72 3120B18 0.007
ICP-Mass spectrometry 200.82
Atomic absorption; platform 200.92
Atomic absorption; furnace 3113B4 0.001
Cyanide Manual distillation (followed by one of the D2036-98A | 4500-CN-C!8
following four analytical methods:)
Spectrophotometric; amenable!4 D2036-98B | 4500-CN-G!8 0.02
Spectrophotometric; manual!3 D2036-98A | 4500-CN-E!8 | 1-3300-855 0.02
Spectrophotometric; semi-automated!3 335.46 0.005
Selective electrode!3 4500-CN-F18 0.05
UV/Distillation/Spectrophotometric Kelada 0120 0.0005
Distillation/Spectrophotometric QuikChem 0.0006
10-204-00-1-X2!
Fluoride Ion chromatography 300.06 | D4327-97 4110B!8
Manual distillation; colorimetric; SPADNS 4500F-B,D!8
Manual electrode D1179-93B | 4500F-C18
Automated electrode 380-75WE!!
Automated alizarin 4500F-E!8 129-71W11
Magnesium | Atomic absorption; direct D511-93B 3111B4
ICP 200.71 3120B18
Complexation Titrimetric Methods D511-93A | 3500-Mg E#
3500-Mg B19
Mercury Manual, cold vapor 245.12 | D3223-97 | 3112B4 0.0002
Automated, cold vapor 24521 0.0002
ICP-Mass spectrometry 200.82
Nickel Inductively coupled plasma 200.72 3120B18 0.005
ICP-Mass spectrometry 200.82 0.0005
Atomic absorption; platform 200.92 0.000612
Atomic absorption; direct 3111B4
Atomic absorption; furnace 3113B4 0.001
Nitrate Ton chromatography 300.06 | D4327-97 4110B!8 B-10118 0.01
Automated cadmium reduction 353.26 | D3867-90A | 4500-NOs-F18 0.05
Ion selective electrode 4500-NO3-D!8| 6017 1
Manual cadmium reduction D3867-90B | 4500-NOs-E!8 0.01
Nitrite Ton chromatography 300.00 | D4327-97 4110B18 B-10118 0.004
Automated cadmium reduction 353.26 | D3867-90A | 4500-NOs-F18 0.05
Manual cadmium reduction D3867-90B | 4500-NOs-E!8 0.01
Spectrophotometric 4500-NO,-B!8 0.01
Selenium Atomic absorption; hydride D3859-98A | 3114B4 0.002
ICP-Mass spectrometry 200.82
Atomic absorption; platform 200.92
Atomic absorption; furnace D3859-98B | 3113B4 0.002
Sodium Inductively coupled plasma 200.72
Atomic absorption; direct 3111B4
Thallium ICP-Mass spectrometry 200.82
Atomic absorption; platform 200.92 0.000712
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The procedures shall be done in accordance with the documents listed below. The incorporation by reference of the following
documents was approved by the Director of the Federal Register in accordance with 5 U.S.C. 552(a) and 1 CFR Part 51. Copies of
the documents may be obtained from the sources listed below. Information regarding obtaining these documents can be obtained
from the Safe Drinking Water Hotline at (800)426-4791. Documents may be inspected at EPA’s Drinking Water Docket, EPA West,
1301 Constitution Avenue, NW Room B102, Washington, DC 20460 (telephone: (202)566-2426); or at the Office of Federal
Register, 800 North Capitol Street NW, Suite 700, Washington, DC.

1“Methods for Chemical Analysis of Water and Wastes,” EPA-600/4-79-020, March 1983. Available at NTIS, PB84-128677.

2“Methods for the Determination of Metals in Environmental Samples—Supplement 1,” EPA-600/R-94-111, May 1994. Available
at NTIS, PB95-125472.

3Annual Book of ASTM Standards, 1994, 1996, or 1999, Vols. 11.01 and 11.02, American Society for Testing and Materials
(ASTM) International; any year containing the cited version of the method may be used. Copies may be obtained from ASTM
International, 100 Barr Harbor Drive, West Conshohocken, PA 19428.

418th and 19th editions of Standard Methods for the Examination of Water and Wastewater, 1992 and 1995, respectively, American
Public Health Association; either edition may be used. Copies may be obtained from the American Public Health Association, 1015
Fifteenth Street NW, Washington, DC 20005.

STechniques of Water Resources Investigation of the U.S. Geological Survey, Book 5, Chapter A-1, 3rd edition, 1989, Method
1-3300-85. Available from Information Services, U.S. Geological Survey, Federal Center, Box 25286, Denver, CO 80225-0425.

6“Methods for the Determination of Inorganic Substances in Environmental Samples,” EPA-600-R-93-100, August 1993. Available
at NTIS, PB94-120821.

"The procedure shall be done in accordance with the Technical Bulletin 601, “Standard Method of Test for Nitrate in Drinking
Water,” July 1994, PN221890-001, Analytical Technology, Inc. Copies may be obtained from ATI Orion, 529 Main Street, Boston, MA
02129.

8Method B-1011, “Waters Test Method for Determination of Nitrite/Nitrate in Water Using Single Column Ion Chromatography,”
August 1987. Copies may be obtained from Waters Corporation, Technical Services Division, 34 Maple Street, Milford, MA 01757.

9Method 100.1, “Analytical Method for Determination of Asbestos Fibers in Water,” EPA-600/4-83-043, EPA, September 1983.
Available at NTIS, PB83-260471.

10Method 100.2, “Determination of Asbestos Structure Over 10 Microns in Length in Drinking Water,” EPA-600/R-94-134, June
1994. Available at NTIS, PB94-201902.

HIndustrial Method No. 129-71W, “Fluoride in Water and Wastewater,” December 1972, and Method No. 380-75WE, “Fluoride
in Water and Wastewater,” February 1976, Technicon Industrial Systems. Copies may be obtained from Bran & Luebbe, 1025 Busch
Parkway, Buffalo Grove, IL 60089.

12Lower MDLs are reported using stabilized temperature graphite furnace atomic absorption.

13Screening method for total cyanides.

14Measures “free” cyanides.

15Because MDLs reported in EPA Methods 200.7 and 200.9 were determined using a 2X preconcentration step during sample
digestion, MDLs determined when samples are analyzed by direct analysis (i.e., no sample digestion) will be higher. For direct analysis
of cadmium by Method 200.7, sample preconcentration using pneumatic nebulization may be required to achieve lower detection limits.
Method 200.9 is capable of obtaining an arsenic MDL of 0.0001 mg/L using multiple depositions. Preconcentration may also be required
for direct analysis of antimony and thallium by Method 200.9, and antimony by Method 3113B, unless multiple in-furnace depositions
are made.

16[f ultrasonic nebulization is used in the determination of arsenic by Method 200.8, the arsenic must be in the pentavalent state to
provide uniform signal response. For direct analysis of arsenic with Method 200.8 using ultrasonic nebulization, samples and standards
must contain 1 mg/L of sodium hypochlorite.

17Using selective ion monitoring, EPA Method 200.8 (ICP-MS) is capable of obtaining an MDL of 0.0001 mg/L.

18The 18th, 19th, and 20th editions of Standard Methods for the Examination of Water and Wastewater, 1992, 1995, and 1998,
respectively, American Public Health Association; any edition may be used. Copies may be obtained from the American Public Health
Association, 1015 Fifteenth Street NW, Washington, DC 20005.

19The 20th edition of Standard Methods for the Examination of Water and Wastewater, 1998, American Public Health Association.
Copies may be obtaining from the American Public Health Association, 1015 Fifteenth Street NW, Washington, DC 20005.

20The description for the Kelada 01 Method, “Kelada Automated Test Methods for Total Cyanide, Acid Dissociable Cyanide, and
Thiocyanate,” Revision 1.2, August 2001, EPA #821-B-01-009 for cyanide is available from NTIS PB 2001-108275.
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21The description for the QuikChem Method 10-204-00-1-X, “Digestion and distillation of total cyanide in drinking water and
wastewaters using MICRO DIST and determination of cyanide by flow injection analysis,” Revision 2.1, November 30, 2000, for cyanide
is available from Lachat Instruments, 6645 W. Mill Road, Milwaukee, WI 53218, telephone (414)358-4200.

(2) Sampling methods for IOCs. Sample collection for antimony, arsenic, asbestos, barium,
beryllium, cadmium, chromium, cyanide, fluoride, mercury, nickel, nitrate, nitrite, selenium, and
thallium under this subparagraph shall be conducted using the sample preservation, container, and
maximum holding time procedures specified in the table below:

SAMPLING METHODS FOR I0Cs

Contaminant Preservative! Container? Time3
Antimony HNO; Por G 6 months
Arsenic HNO; PorG 6 months
Asbestos 4 degrees C Por G 48 hours for filtrations
Barium HNO; PorG 6 months
Beryllium HNO; Por G 6 months
Cadmium HNO; Por G 6 months
Chromium HNO; PorG 6 months
Cyanide 4 degrees C, NaOH Por G 14 days
Fluoride None Por G 1 month
Mercury HNO; Por G 28 days
Nickel HNO; Por G 6 months
Nitrate4 4 degrees C PorG 48 hours
Nitrate-Nitrite4 H,SO4 PorG 28 days
Nitrite4 4 degrees C PorG 48 hours
Selenium HNO; Por G 6 months
Thallium HNO; Por G 6 months

'When indicated, samples must be acidified at the time of collection to pH < 2 with concentrated acid, or adjusted with sodium
hydroxide to pH > 12. Samples collected for metals analysis may be preserved by acidification at the laboratory, using a 1:1 nitric acid
solution (50 percent by volume), provided the shipping time and other instructions in Section 8.3 of EPA Methods 200.7, 200.8, and
200.9 are followed. When chilling is indicated, the sample must be shipped and stored at 4 degrees C or less.

2P: plastic, hard or soft; G: glass, hard or soft.

3In all cases, samples should be analyzed as soon after collection as possible. Follow additional (if any) information on preservation,
containers, or holding times that is specified in the method.

4Nitrate may only be measured separate from nitrite in samples that have not been acidified. Measurement of acidified samples
provides a total nitrate (sum of nitrate plus nitrite) concentration. Acidification of total nitrate (nitrate plus nitrite) samples must be done
in the field at the time of sample collection.

SInstructions for containers, preservation procedures, and holding times as specified in Method 100.2 must be adhered to for all
compliance analyses, including those conducted with Method 100.1.

1 Unregulated inorganic chemicals. Rescinded IAB 1/7/04, effective 2/11/04.

41.3(2) Other inorganic chemical contaminants. Reserved.
[ARC 9915B, IAB 12/14/11, effective 1/18/12]

567—41.4(455B) Lead, copper, and corrosivity.

41.4(1) Lead, copper, and corrosivity regulation by the setting of a treatment technique
requirement. The lead and copper rules do not set an MCL, although this could be changed in the future.
The rules set two enforceable action levels, which trigger tap monitoring, corrosion control, source
water treatment, lead service line replacement, and public education if exceeded.



Ch 41, p.20 Environmental Protection[567] IAC 12/14/11

a.  Applicability. Unless otherwise indicated, each of the provisions of this subrule applies to
community water systems and nontransient noncommunity water systems (hereinafter referred to as
“water systems” or “systems”).

b.  Action levels.

(1) Lead action level. The lead action level is exceeded if the concentration of lead in more than
10 percent of tap water samples collected during any monitoring period conducted in accordance with
41.4(1) “c” 1s greater than 0.015 mg/L (i.e., if the “90th percentile” lead level is greater than 0.015 mg/L).

(2) Copper action level. The copper action level is exceeded if the concentration of copper in more
than 10 percent of tap water samples collected during any monitoring period conducted in accordance
with 41.4(1)“c” is greater than 1.3 mg/L (i.e., if the “90th percentile” copper level is greater than 1.3
mg/L).

(3) Calculation of 90th percentile. The 90th percentile lead and copper levels shall be computed
as follows:

The results of all lead or copper samples taken during a monitoring period shall be placed
in ascending order from the sample with the lowest concentration to the sample with the highest
concentration. Each sampling result shall be assigned a number, ascending by single integers beginning
with the number 1 for the sample with the lowest contaminant level. The number assigned to the sample
with the highest contaminant level shall be equal to the total number of samples taken.

The number of samples taken during the monitoring period shall be multiplied by 0.9.

The contaminant concentration in the numbered sample yielded by this calculation is the 90th
percentile contaminant level.

For water systems serving fewer than 100 people that collect five samples per monitoring period, the
90th percentile is computed by taking the average of the highest and second highest concentrations.

c¢.  Lead and copper tap water monitoring requirements.

(1) Sample site selection.

1. General. Public water supply systems shall complete a materials evaluation of their distribution
systems by the date indicated in 41.4(1) “c ”(4) in order to identify a pool of sampling sites that meets the
requirements of this subrule, and which is sufficiently large to ensure that the water system can collect
the number of lead and copper tap samples required in 41.4(1) “c”(3). All sites from which first-draw
samples are collected shall be selected from this pool of targeted sampling sites. Sampling sites may not
include faucets that have point-of-use or point-of-entry treatment devices designed to remove inorganic
contaminants.

2. Information sources. A public water supply system shall use the information on lead, copper
and galvanized steel that it is required to collect under 41.4(1)“f” as part of its responsibility for
the special monitoring for corrosivity characteristics when conducting a materials evaluation. When
an evaluation of the information collected is insufficient to locate the requisite number of lead and
copper sampling sites that meet the targeting criteria in 41.4(1) “c ”(1), the water system shall review
all plumbing codes, permits, and records in the files of the building department(s) which indicate the
plumbing materials that are installed within publicly and privately owned structures connected to the
distribution system; all inspections and records of the distribution system that indicate the material
composition of the service connections that connect a structure to the distribution system; and all
existing water quality information, which includes the results of all prior analyses of the system or
individual structures connected to the system, indicating locations that may be particularly susceptible
to high lead or copper concentrations. In addition, the system shall seek to collect such information
where possible in the course of its normal operations (e.g., checking service line materials when reading
water meters or performing maintenance activities).

3. Tier 1 community sampling sites. The sampling sites selected for a community water system’s
sampling pool (“tier 1 sampling sites”) shall consist of single-family structures that contain copper pipes
with lead solder installed after 1982 or contain lead pipes; or are served by a lead service line. When
multiple-family residences comprise at least 20 percent of the structures served by a water system, the
system may include these types of structures in its sampling pool.
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4. Tier 2 community sampling sites. Any community water system with insufficient tier 1
sampling sites shall complete its sampling pool with “tier 2 sampling sites,” consisting of buildings,
including multiple-family residences that contain copper pipes with lead solder installed after 1982 or
contain lead pipes; or are served by a lead service line.

5. Tier 3 community sampling sites. Any community water system with insufficient Tier 1 and
Tier 2 sampling sites shall complete its sampling pool with “Tier 3 sampling sites,” consisting of
single-family structures that contain copper pipes with lead solder installed before 1983. A community
water system with insufficient Tier 1, Tier 2, and Tier 3 sampling sites shall complete its sampling pool
with representative sites throughout the distribution system. A representative site is defined as a site in
which the plumbing materials used at that site would be commonly found at other sites served by the
water system.

6. Tier 1 NTNC sampling sites. The sampling sites selected for a nontransient noncommunity
water system (“tier 1 sampling sites”) shall consist of buildings that: contain copper pipes with lead
solder installed after 1982 or contain lead pipes; or are served by a lead service line.

7. Other NTNC sampling sites. A nontransient noncommunity water system with insufficient Tier
1 sites that meet the targeting criteria in 41.4(1) “c ”(1)“6” shall complete its sampling pool with sampling
sites that contain copper pipes with lead solder installed before 1983. If additional sites are needed to
complete the sampling pool, the NTNC system shall use representative sites throughout the distribution
system. A representative site is defined as a site in which the plumbing materials used at that site would
be commonly found at other sites served by the water system.

8. LSL sampling sites. Any public water supply system whose distribution system contains lead
service lines shall draw 50 percent of the samples it collects during each monitoring period from sites that
contain lead pipes, or copper pipes with lead solder, and 50 percent of those samples from sites served
by a lead service line. A water system that cannot identify a sufficient number of sampling sites served
by a lead service line shall collect first-draw samples from all of the sites identified as being served by
such lines.

(2) Sample collection methods.

1. Tap samples for lead and copper collected in accordance with this subparagraph, with the
exception of lead service line samples collected under 567—subrule 43.7(4) and 41.4(1) “c”(2)“5,”
shall be first-draw samples.

2. First-draw tap samples for lead and copper shall be one liter in volume and have stood
motionless in the plumbing system of each sampling site for at least six hours. First-draw samples from
residential housing shall be collected from the cold-water kitchen tap or bathroom sink tap. First-draw
samples from a nonresidential building shall be collected at an interior tap from which water is typically
drawn for consumption. Non-first-draw samples collected in lieu of first-draw samples pursuant to
41.4(1)“c”(2)“5” shall be one liter in volume and shall be collected at an interior tap from which
water is typically drawn for consumption. First-draw samples may be collected by the system or the
system may allow residents to collect first-draw samples after instructing the residents of the sampling
procedures specified in this paragraph. To avoid problems of residents handling nitric acid, acidification
of first-draw samples may be done up to 14 days after the sample is collected. After acidification to
resolubilize the metals, the sample must stand in the original container for the time specified in the
approved EPA method before the sample can be analyzed. If a system allows residents to perform
sampling, the system may not challenge, based on alleged errors in sample collection, the accuracy of
sampling results.

3. Service line samples collected to determine if the service line is directly contributing lead (as
described in 567—subrule 43.7(4)) shall be one liter in volume and have stood motionless in the lead
service line for at least six hours and be collected at the tap after flushing the volume of water between
the tap and the lead service line. The volume of water shall be calculated based on the interior diameter
and length of the pipe between the tap and the lead service line; tapping directly into the lead service
line; or if the sampling site is a building constructed as a single-family residence, allowing the water to
run until there is a significant change in temperature which would be indicative of water that has been
standing in the lead service line.
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4. A public water supply system shall collect each first-draw tap sample from the same sampling
site from which it collected a previous sample. If, for any reason, the water system cannot gain entry
to a sampling site in order to collect a follow-up tap sample, the system may collect the follow-up tap
sample from another sampling site in its sampling pool as long as the new site meets the same targeting
criteria, and is within reasonable proximity of the original site.

5. An NTNC system, or a CWS system that meets the criteria of 567—paragraphs
42.2(4)“h”(1)*“1” and “2,” that does not have enough taps that can supply first-draw samples, as defined
in 567—40.2(455B), may apply to the department in writing to substitute non-first-draw samples.
Such systems must collect as many first-draw samples from appropriate taps as possible and identify
sampling times and locations that would likely result in the longest standing time for the remaining
sites. The department may waive the requirement for prior department approval of non-first-draw
sample sites selected by the system, through written notification to the system.

(3) Number of samples. Water systems shall collect at least one sample during each monitoring
period specified in 41.4(1) “c ”(4) from the number of sites as listed in the column below titled “standard
monitoring.” A system conducting reduced monitoring under 41.4(1) “c ’(4) shall collect at least one
sample from the number of sites specified in the column titled “reduced monitoring” during each
monitoring period specified in 41.4(1) “c”’(4). Such reduced monitoring sites shall be representative
of the sites required for standard monitoring. The department may specify sampling locations when a

system is conducting reduced monitoring.

REQUIRED NUMBER OF LEAD/COPPER SAMPLES

System Size Standard Monitoring Reduced Monitoring
(Number of People Served) (Number of Sites) (Number of Sites)
greater than 100,000 100 50
10,001 to 100,000 60 30
3,301 to 10,000 40 20
501 to 3,300 20 10
101 to 500 10 5
less than or equal to 100 5 5

(4) Timing of monitoring.
1. Initial tap sampling. The first six-month monitoring period for small, medium-size and large
systems shall begin on the following dates:

System Size (Number of People Served) First Six-month Monitoring Period Begins on:
greater than 50,000 (large system) January 1, 1992

3,301 to 50,000 (medium system) July 1, 1992

less than or equal to 3,300 (small system) July 1, 1993

All large systems shall monitor during two consecutive six-month periods. All small and medium-size
systems shall monitor during each six-month monitoring period until the system exceeds the lead or
copper action level and is, therefore, required to implement the corrosion control treatment requirements
under 567—paragraph 43.7(1) “a, ” in which case the system shall continue monitoring in accordance
with 41.4(1)“c”(4), or the system meets the lead and copper action levels during two consecutive
six-month monitoring periods, in which case the system may reduce monitoring in accordance with
41.4(1)“c”(4).

2. Monitoring after installation of corrosion control and source water treatment. Large systems
which install optimal corrosion control treatment pursuant to 567—subparagraph 43.7(1)“d”(4)
shall monitor during two consecutive six-month monitoring periods by the date specified in
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567—subparagraph 43.7(1)“d”(5). Small or medium-size systems which install optimal corrosion

9

control treatment pursuant to 567—subparagraph 43.7(1) “e’(5) shall monitor during two consecutive
six-month monitoring periods as specified in 567—subparagraph 43.7(1) “e ”(6). Systems which install
source water treatment shall monitor during two consecutive six-month monitoring periods by the date
specified in 567—subparagraph 43.7(3) “a "(4).

3. Monitoring after the department specifies water quality parameter values for optimal
corrosion control. After the department specifies the values for water quality control parameters under
567—paragraph 43.7(2)“f,” the system shall monitor during each subsequent six-month monitoring
period, with the first monitoring period to begin on the date the department specifies the optimal values
under 567—paragraph 43.7(2) 1.

4. Reduced monitoring.

e A small or medium-size water system that meets the lead and copper action levels during each
of two consecutive six-month monitoring periods may reduce the number of lead and copper samples
according to 41.4(1) “c ”(3) and reduce the frequency of sampling to once per year.

e Any public water supply system that maintains the range of values for the water quality
control parameters reflecting optimal corrosion control treatment specified by the department under
567—paragraph 43.7(2)“f” during each of two consecutive six-month monitoring periods may
reduce the monitoring frequency to once per year and reduce the number of lead and copper samples
according to 41.4(1) “c”’(3), upon written approval by the department. The department shall review
monitoring, treatment, and other relevant information submitted by the water system in accordance
with 567—subrule 42.4(2), and shall notify the system in writing when it determines that the system
is eligible to commence reduced monitoring. Where appropriate, the department will revise its
determination when the system submits new monitoring or treatment data, or when other data relevant
to the number and frequency of tap sampling becomes available.

e A small or medium-size water system that meets the lead and copper action levels during
three consecutive years of monitoring may reduce the frequency of monitoring for lead and copper
from annually to once every three years. Any water system that maintains the range of values for
the water quality control parameters reflecting optimal corrosion control treatment specified by the
department under 567—paragraph 43.7(2) “’f”” during three consecutive years of monitoring may reduce
the frequency of monitoring from annually to once every three years if it receives written approval by
the department. The department shall review monitoring, treatment, and other relevant information
submitted by the water system in accordance with 567—subrule 42.4(2), and shall notify the system
in writing when it determines that the system is eligible to reduce the monitoring frequency to once
every three years. Where appropriate, the department will revise its determination when the system
submits new monitoring or treatment data, or when other data relevant to the number and frequency of
tap sampling becomes available.

e A water system that reduces the number and frequency of sampling shall collect these samples
from sites included in the pool of targeted sampling sites identified in 41.4(1) “c’(1). Systems sampling
annually or less frequently shall conduct the lead and copper tap sampling during the months of June
through September, unless the department has approved a different sampling period. If approved by
the department, the period shall be no longer than four consecutive months and must represent a time
of normal operation where the highest levels of lead are most likely to occur. The department shall
designate a period that represents a time of normal operation for an NTNC system that does not operate
during the months of June through September, and for which the period of normal operation where the
highest levels of lead are most likely to occur is not known.

Systems monitoring annually that have been collecting samples during the months of June through
September and that receive department approval to alter their sample collection period must collect their
next round of samples during a time period that ends no later than 21 months after the previous round of
sampling.

Systems monitoring triennially that have been collecting samples during the months of June through
September and that receive department approval to alter the sampling collection period must collect their
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next round of samples during a time period that ends no later than 45 months after the previous round of
sampling.

Subsequent rounds of sampling must be collected annually or triennially, as required by 41.4(1) “c.

Small systems that have been granted waivers pursuant to 41.4(1) “c ”(7), that have been collecting
samples during the months of June through September and that receive department approval to alter their
sample collection period as previously stated, must collect their next round of samples before the end of
the nine-year period.

e  Any water system that demonstrates for two consecutive six-month monitoring periods that the
90th percentile tap water level computed under 41.4(1) “b”(3) is less than or equal to 0.005 mg/L for
lead and is less than or equal to 0.65 mg/L for copper may reduce the number of samples in accordance
with 41.4(1) “c ”(3) and reduce the frequency of sampling to once every three calendar years, if approved
by the department.

e A small or medium-size water system subject to reduced monitoring that exceeds the lead
or copper action level shall resume sampling according to 41.4(1)“c”(4)*“3” and collect the number
of samples specified for standard monitoring in 41.4(1)“c”(3). Any such system shall also conduct
water quality parameter monitoring in accordance with 41.4(1) “d”’(2), (3), or (4), as appropriate, during
the monitoring period in which it exceeded the action level. Any such system may resume annual
monitoring for lead and copper at the tap at the reduced number of sites specified in 41.4(1) “c”(3)
after it has completed two subsequent consecutive six-month rounds of monitoring that meet the criteria
of 41.4(1) “c”(4)“4,” first bulleted paragraph, and may resume triennial monitoring for lead and copper
at the reduced number 